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An EDISON INTERNATIONAL Company

NOT TO SCALE

NORMANDIE AVE

WAGNER 4KV
HOWARD

@RM 520822E
0 Closs C2
RM: 1- POLE 40" CLASS 2 WOOD FULL TREAT

RM: 1- XA SNGL FB 10" STEEL PINS N/BOND

RM: 6~ INS GLASS & PIN 4KV

RM: 2~ INS NEUT GLASS & PIN 4KV

RM: 1- XA DBLE FB 10' STEEL PINS N/BOND

thﬁ-ﬂSP(l.YDE!KVOITHRiGﬂ

RM: 2~ INS GLASS DE ROLLER $#4 SOL

RM: 1- FE CO OPEN 100A 4KV 1-EA

RM: 1- TR OH 25KVA 2.4KV 120/240 1P

9‘.

CITY OF LOS ANGELES

S20822F
T.LM. DATA:

SIZE KVA CUST % LOAD
EXIST. 25.0 39.4 23 157.61%

pror. 50.0 39.4 23 126.9

VOLTAGE DROP:
FLICKER FACTOR:

PRI. CIRCUIT:
838378EF
T.L.M. DATA:

SIZE KVA CUST % LOAD
EXIST. 25.0 68.1 37 272.56 %
PROP. 50.0 68.1 37 73.4 %

CREW MAP
TD931636

PTC/VTC NOT REQ'D

PERMIT REQ'D
3 OF 3

RM 838378E

c 1— XA SNGL FB 10" 5
RM: 1- XA SNGL FB 10' STEEL PINS SECONDARY . W Class C5
VOLTAGE DROP: _ RM: 1- POLE 40' CLASS 5 WOOD FULL TREAT
FLICKER FACTOR: Rk: 1~ XA DBLE FB 10° STEEL PINS N/BOND
POLE 520822E RM: 3- INS GLASS & PIN 4KV
Ir Closs C3 PRI. CIRCUIT: R 1- NS NEUT GLASS & PIN 4KV
IN: 1~ POLE 45’ CLASS 3 WOOD FULL TREAT i ’ RM: 1- FE CO OPEN 100A 4KV 1-EA
IN: 1~ XA SNCL FB 10" STEEL PINS POLE 838378E RM: 1- TR OH 25KVA 24KV 120/240 1P
IN: 10— INS POLY W/PIN 16(25)KV CLMP §4-336 ACSR e Closs 2 gE_ . T
IN: 1= XA DBLE FB 10° STEEL PINS IN: 1- POLE 45' CLASS 2 WOOD FULL TREAT RM: 2= XA SNGL FB 10' STEEL PINS SECONDARY
IN: 6~ INS POLY DE 4KV CNTM RIG 4 IN: 1- XA SNGL FB 10° STEEL PINS
IN: 2- NS GLASS DE ROLLER #4 SOL IN: 4~ INS POLY W/PIN 18(25)KV CLMP §4-336 A
IN: 1- FE CO OPEN 100A 4KV 1-EA IN: 1= FE CO OPEN 100A 4KV 1-EA
I 1~ TR OH SOKVA 24KV 120/240 1P IN: 1- MISC AVIAN TRANS BUSHING COVER 2.89X9.06
™ IN: 1- GR OH 6 SOL WP SECONDARY W/ROD
IN: 1~ MISC AVAN TRANS BUSHING COVER 2.89X0.06 IN: 1— XA SNGL FB 10" STEEL PINS SECONDARY
I: 1~ GR OH 6 SOL WP SECONDARY W/ROD IN: 1- SEC 2° PYC FOR UNDER ARM W/§2 TW
B 1- XA SNGL FB 10° STEEL PINS SECONDARY B: 2- SEC STEEL PN & INS — PHASE
IN: 1= SEC 2° PVC FOR UNDER ARM W/§2 TW IN: 1 SEC STEEL PIN & INS — NEUTRAL
IN: 2- SEC STEEL PIN & INS — PHASE IN: 3~ SEC ROLLER (166~CLEVIS & SPOOL)
IN: 1~ SEC STEEL PN & INS — NEUTRAL M: 25— CD 4 STR AL TRIPLEX W/ACSR NEUTRAL
IN: 2- SEC ROLLER (166-CLEVS & SPCOL) § IN: 1- TR OH SOKVA 2.4KV 120/240 1P §
= o ~
= = Q rY &
EX: 6—120 S EX: 6-120 E
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102ND ST
DISTRICT PROJ. MGR. PLANNER TYLER TREFFRY
44 — SOUTH BAY PHONE PHONE 3107839389
FOREMAN TRUCK NO. |P/E INVENTORY MAP NO.]THOMAS GUIDE GRID NQ. |DESIGN NO.
647690_0.01
csp t4g ¥—— |BY-PASS EXISTING TLM J.P.A. NO. ASSOCIATED DESIGN NO.
N___ |CODE CHANGE TO CHECKED %ZLOAD
PRODUCT/SAP NO. PRODUCT/SAP NO. PRODUCT/SAP NO.
931636-INFRA REP - DET POLE RELACE

PROPOSED CONSTRUCTION (LOCATION)

VARLOC VARIOUS LOCATIONS

MICHAEL FULLER [ 12/12/14 C ELUS 33308

LOS ANGELES

TYPE| APPROVED BY DATE
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Southern California Edison Company
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