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40-UG89

50/16—120/240
1059638E 3174203004
40
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Crew Nofes:
@ Same hole sef due fo risers

1 85964OE o Truck access with T/C

50/16—120/240

4883344804
RM 1059639E "
40 Class C4
RM: 1- POLE 40’ CLASS 4 WOOD FULL TREAT

RM: 1— XA SNGL FB 10" STEEL PINS

RM: 2—- INS GLASS & PIN 16KV CLMP #4-336 ACSR
RM: 1- TR OH 50KVA 16KV 120/240 1P

SN:

\71|1 72 73 74 75

lg}
mn

RM: 2— FE CO OPEN 100A 16KV 1-EA
RM: 1- SEC SPOOL INSULATOR

POLE 1059639E®
45 Class C2
IN: 1- POLE 45 CLASS 2 WOOD FULL TREAT

IN: 1- XA SNGL FB 10" STEEL PINS

IN: 2— INS GLASS & PIN 16KV CLMP #4-336 ACSR
IN: 1- TR OH 50KVA 16KV 120/240 1P

SN:
IN: 2— FE CO MNT FOR ELF 100A 16KV 1-EA
IN: 2- FE FUSE ELF 15KV 8A

IN: 1- SEC SPOOL INSULATOR

TDS69670
JPA# E6035-406362260

VICASA 16KV %
VALDEZ SUB (B5)

PROJECT REQUIREMENTS
EDISON EASEMENT REQUIRED: N

PWRD 88 REQUIRED: N
PERMIT REQUIRED: Y
PERMIT TYPE: Traffic Conftrol
OUTAGE REQUIRED: Y
TRAFFIC CONTROL REQ'D: ¥

FED. TRAFFIC CONTROL REQD N
CONVEYANCE LETTER REQ'D: N

FOLE DETAILS
JOINT POLE: Y
RENTER: Y
MITC FUME: N
JOINT MEET: N
TRUCK ACCESS: YV
HAND SET: N
CONTACT CATV: N

GFS COORDINATES
LATITUDE 34.11625

LONGITUDE -118.582314
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";”Wi' SOUTHERN CALIFORNIA
NG

S 1EDISON

An EDISON INTERNATIONAL Company

SCALE: 1" = 60’

— T — E——
60 120

DISTRICT PROJ. MGR. WILLIAM, NOBLE
35 — THOUSAND OAKS PHONE

PLANNER ONTIVEROS, ARLENE
PHONE

FOREMAN TRUCK NO. |P/E INVENTORY WAP NOJ THOMAS GUIDE - GRID NG [DESIGN O
72-53B 590-D 2 606099_0.01
) p Y____[BY-PASS  EXISTING TLM J.P.A. NO. ASSOCIATED DESIGN NO.
T.L.M. DATA: 1059639 G50 140\ |eooe CHANGE TO CHECKED 2080 | (o 36 22D
SIZE KVA CUST Z LOAD PRODUCT/SAP NO. _ PRODUCT/SAP NO. PRODUCT/SAP NO.
EXST. 80 29.7 4 59.3%| 469670INFRASTRUCTURE REPLACEMENT PLP
ONTIVEROS | 8/11/14 | PROPOSED CONSTRUCTION (LOCATION)
VOLTAGE DROP: ____ 20569 CHENEY DR
FLICKER FACTOR: ___ TOPANGA, CA 90290
SHEET JOB NO.
PRI. CIRCUIT: TYPE| APPROVED BY| DATE CHECKED BY | DRAWN BY PAX # 5 9 506099 0.01
Southern California Edison Company OF i
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J.P.FORM 2-2  Preliminary 1/95

PAGE NO. 3 J.P. AUTH.NO. | EB035-406362260
Pole Trt Record Proposed
POLE NO. _L;:m_ Yse;f Class | 16KV 16KV ftem |LOCATION AND NATURE OF WORK
Aerer i £ ik s . HER i Mo If ot in accordance with Joint Pale agreement and routine-state reasons.

E TO REPLACE PER SECTIONS 7.11 & 7.4 1
1059639E 40 | 55 | FT 22 C5 CHENEY DR P/P 318" E 600" N/O CALLON DR 2
.60 .40 ||[PB/LTD | 13C |T/C $1536 & PERMIT $200 3
(1/2) 1 1908 4
5
1059639E 45 | 14 | FT2 39-10 22-1 CHENEY DR P/P 318" E 600" N/O CALLON DR 6
7
E TO REPLACE PER SECTION 7.11, 7.4 & 1.2 8
X16023E 40 | 77 | FT | 344 24-6 C5 SANTA MARIA RD N/S P/P 125" 3565" E/O TOPANGA CYN RC 9
PB/LTD 13C |CRANE $5000 10
(1/2) 1 198 . 11
12
4823489E 40 14 | FT4 34-4 24-6 SANTA MARIA RD N/S P/P 125" 3565° E/O TOPANGA CYNRL 13
14
15
16
17
18
19

b oaPULL  Cpo= FOOTAGE CUT

PB =PULL BUTT

T =TRANSPORT

S =S8ALVAGE
D =DISPOSE
TN = TENANT

ANCHOR LEGEND:
AR = ANCHOR/ARM REMOVED
AT = ANCHOR/ARM TRANSFERRED

1 of4

SCZ =SAFETY CLEARANCE ZONE

Show Quantity of
ltems to be billed
in the Column ot

Party to be Paid.

GEOGRAPHICAL LOCATION

COMMUNITY

Rev. Jan 2010
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