SOUTHERN CALIFORNIA GPS: LAT: $$“5 9’54”
FDISON SPEED
:;mm e LIMIT LONG: 117°24'14”
—— SET 17 WEST
IN: 1243078E
D YES 45" POLE CLASS 2
NO IN: 1-1200KVAR SW CAP BANK W/FH'S #0112661 &PT
SN: MFG:
1-10' SNGL FB XARM
1-PCC
Z2-12KV LA’S

1-QUEEN POST
1-9/%32" DOWN GUY
1-RAPTOR HOOD
2-RAPTOR EXTENSIONS
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Fl: 7-12KV 4A P&l
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RM:1247078E @
4% POLE (1978)
RM: 1-1200KVAR SW CAP BANK W/FH'S #0112661 & PT
- SN: MFG:
MADONA ST 1-10' SNGL FB XARM
1-PCC
FR: 2-12KY 4A P&l
1-284 RACK
CONTROL DETAIL TR=]3/](/30‘?]1§§//
CONTROL BOX TO BE PLACED ON 2/C 2 WAL 120V
SOUTH SIDE 8" ABOVE GROUND.
f’W
B END POINT TESTING
1243078 To schedule End Point Testing (EPT), call the EPT Hotline
L/N g’ at (714) 285-4325, 7:00 AM to 4:00 PM, Mon. — Fri.
If the test needs to be performed after hours,
* please state the day and approximate timeframe.
= I-/E D17 Rev: 12/01/09

NOTTO SCALE

CIRCUIT DETAIL
DINER 12KV o/o RAILROAD SUB
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CREW NOTE:
1. REPLACE EX. POLE
2. REPLACE 1200KVAR SW CAP BANK & PCC
W/1200KVAR SW CAP BANK & PCC
%. REAR OF 1404 FELICIA AVE
4. SEND REMOVED PCC TO VICTOR TRAN RATHER THAN SALVAGE.
CONTRACT PLANNER: PHONE:
HENRY NUNEZ/ASPLUNDH 714-933%-4207
WORK ORDER: JOB NAME DISTRICT: FOREMAN:
TDA474717 201 1-ANNUAL CAPACITOR PROJECT 26-COVINA
EQUIPMENT #: 10B LOCATION: CIRCUIT: TRUCK: P/E:
0112661 FELICIA AV PL/W 272 N/O MADONA ST DINER 12KV
EX. CAP_SIZE: clm: 5UB: DRAWN BY:
1200KVAR ROWLAND HEGHTS RAILROAD SUB ASP/ AR
PROP. CAP. SIZE: PLANNER: PHONE: DATE SENTTO R/W: DIST. SKETCH # WORKED BY:
1 200KVAR RON ANDERSON 909-94%-6721
DESIGN# THOMAS MAP # GRID NO.: JP.A NO.: TLM-CSD 140 REQ/D | INY. MAP # 110-4714-1 INV. MAP NOS
706223 LA 679 A4 068 N VERIFIED { )




