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CITY OF LOS ANGELES
DETERIORATED POLE REPLACEMENT
TD—-830919
VERDUN 4KV

0/0 WINDSOR HILLS SUB

PROJECT REQUIREMENTS
EDISON EASEMENT REQUIRED
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RM A21045H ’
40 Class C2
RM: 1- POLE 40’ CLASS 2 WOOD FULL TREAT

RM:
RM:
RM:
RM:

3- XA SNGL FB 10" STEEL PINS N/BOND

3— INS GLASS & PIN 16KV TE TOP 1/0 ACSR
8~ INS GLASS & PIN 4KV

1—- MISC POLE TOP EXTENSION 5 STEEL & WOOD

IN: 2- SEC ROLLER (166-CLEIS & SPOOL)

RM:

1110- CD #4 SOLID BARE CU

TR:SL 200W HPS CBRA HD DRP W/16' ARM WD PL+

IN: POLE 432907 3E
45 Closs C1 2
IN: 1— POLE 45" CLASS 1 WOOD FULL TREAT

IN:
IN:
IN;
IN:
IN:
IN:

3- XA SNGL FB 10' STEEL PINS N/BOND

3- INS POLY W/PIN 16(25)KV CLMP #4-336 ACSR
7- INS GLASS & PIN 4KV

1- INS NEUT GLASS & PIN 4KV

2- SEC 3-WIRE (284 RACK)

370- CD 1/0 STR AL TRIPLEX W/ACSR NEUTRAL

TR:SL 200W HPS CBRA HD DRP W/16' ARM WD PL+
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