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CITY OF LOS ANGELES

CIR: TICHENCR |6KV
SUP: FREMONT

AVALON BLVD.
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RM 692383E

50' Class C4
RM: 1- POLE 50" CLASS 4 WOOD FULL TREAT

RM: 1- SW KPF HZ CNT DE 600A 16KV 3W PS0182

SN:
RM: 1— XA SNGL VB 8' STEEL PINS
RM: 1- XA SNGL FB 10" STEEL PINS

NOTE:

1. REMOVE THE ENTIRE POLE

2. TRANSER COMM TO NEW POLE

PER JPA

3. TRANSFER STREET LIGHT TO NEW POLE

POLE 692383E

55 Class H4
IN: 1— POLE 55 CLASS H4 WOOD FULL TREAT

IN: 2— XA DBLE VB 10" STEEL PINS
IN: 9- INS POLY DE 16KV RIG 2/0 STR

IN: 1— SW OMNI HZ-I RP DE 600A 16KV 3W PS0182

SN:
IN: 5
IN: 1— XA SNGL VB 10" STEEL PINS
IN: 1= INS POLY DE 16KV RIG #6

INS POLY DE 16KV HOT SHOE 336 ACSR
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5- INS POLY W/PIN 16KV CLMP #6-4/0 CU
3- INS POLY W/PIN 16KV CLMP #4-653 ACSR ==
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THIS IS A SAME HOLE SET. IF THERE
NEEDS TO BE A HARD SET PLEASE
MODIFY THE JPA ACCORDINGLY.
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2. CONCRETE REPAIR NEEDED HERE.

NOTIFICATION

406270922, 400696667,
400226072, 400654289

OUE DATE: "%/ 2014
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DISTRICT PROJ. MGR. PLANNER BROWNING, CORNELIUS
32 — COMPTON PHONE PHONE  310-608-5070
FOREMAN TRUCK NO. |P/E INVENTORY MAP NO.| THOMAS GUIDE GRID NOQ. DESIGN NO.
078-4206—1 734—D2 624626_0.01
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BY-PASS EXISTING
N____ |CODE CHANGE TO

TLM J.P.A. NO.

CHECKED ______________ ZLOAD

ASSOCIATED DESIGN NO.

PRODUCT/SAP NO.

896917-INFRASTRUCTURE REPLACEMENT

PRODUCT/SAP NO.

DET POLE REPLACEMENT

PRODUCT/SAP NO.

NOTIFICATION 406270923

C.BROWNING 35070 | PROPOSED CONSTRUCTION (LOCATION)

13416 AVALON BLVD
LOS ANGELES

SHEET

TYPE| APPROVED BY DATE

CHECKED BY

DRAWN BY PAX #

1

Southern California Edison Company OF

JOB NO.

624626_0.01




