LOCATION: STATIONS

N_ 34 ° 6 ' 5175 7 396980F 3 & 4

w_ 118 0 38,67 Ciske: C3 @
: 1— POLE 50" CLASS ULL TREAT

CIRCUIT: LA PORTE 16KV, STANDISH 4KV , ; 4 WooD

SUB: ANITA. MAYFLOWER : 1— XA SNGL FB 10" STEEL PINS ||=|[|!|il|‘ SOUTHERN CALIFORNIA

: : 1— XA SNGL FB 10" STEEL PINS N/BOND ,-'& EDISON

: 1— XA SNGL VB 10" STEEL PINS eI REERATIO, SENE

: 4— INS POLY W/PIN 16KV CLMP #6-4/0 CU

. 2— INS POLY DE 16KV RIG #6

: 4— INS GLASS & PIN 4KV

: 3-2/0 B.COPPER-16KV (E&W) NOT TO SCALE
: 2-NO.6 B.COPPER-16KV (S)

SET POLE: HARDSET WEST

(:E:>POLE 326280F
50’ Class C1
IN: 1— POLE 50" CLASS 1 WOOD FULL TREAT

IN: 1— XA SNGL FB 10" STEEL PINS

: 3-NO.4 B.COPPER-4KV (E&W)

IN: 1— XA SNGL FB 10 STEEL PINS N/BOND . 1-NO.6 B.COPPER—4KV (E&W)

NOTE IN: 1= XA SNGL VB 10" STEEL PINS . 2-7/32" SG FOR MID SPAN TAPS (E) (W)
7/32" DG FROM POLE 4785508E IN: 4- INS POLY W/PIN 16KV CLMP #6-4/0 CU - ECS

LOAD REQUIERD. TRANSFER

7/32" SG FROM POLE 4425752E IS
FOR MID SPAN TAPS—NO POINT LOAD
REQUIERD. TRANSFER

IN: 4— INS POLY W/PIN 12KV CLMP #6-4/0 CU

TR: 3-2/0 B.COPPER—16KV
TR: 3-NO.4 B.COPPER—4KV
/[—TR: 1-NO.6 B.COPPER—4KV

A AVE

 LONGDEN

EX.4785508E (NEXT)

%& ) |
HASLEY AVE

TR: 2-NO.6 B.COPPER—16KV EX 4596753E
NOTES (SLACK)
JOINT POLE: YES
RENTER: YES
MITC FUME: NO
3-2/0 B.COPPER
HA : st
e O 7 Hoa=42'6
JOINT MEET: N7 LA PORTE— 16KV
TRUCK ACCESS: YES ' — DISTRICT MGR. RODRIGUEZ, JOHN T GARCIA, RYAN DAVID
CONTACT CATV: NO e S~—2-N0.6 B.COPPER 27 — MONROVIA PotE T 500-480-0213 " |PHONE . 951—B0B-0501 (K&B) DF?%NSERAMDNS, TIMOTHY J
3 HOA=39'6” PROJECT NO. SERVICE REQUEST MSR NO. PRODUCT-1 ASSOC DESGN
TRAFFIC CNTRL REQ’D NO LA PORTE— 16KV 994369 1916957 044733—INFRA REPLAC — DET POLE REPLACEMENT
’ - _ - CIRCUIT / VOLTAGE THOMAS GUIDE PRODUCT-2 ASSOC DESGN
OUTAGE REQ'D: NO /‘ == \ LA PORTE 16KV, STANDISH 4KV | 597—F2
Ce 3_NO.4 B.COPPER—4KV SUB / PG NO. CIRCUIT CODE PRODUCT-3 ASSOC DESGN
TREE TRIMMING: NO 22 ANITA, MAYFLOWER
=1 0 g?:N_DZI}gf "y INVENTORY MAP 1 o0~ JPA NO. goesaions PROPOSED CONSTRUCTION (LOCATION)
PED TRAFFIC CNTRL: YES LONGDEN AV S/S 129" W/0O HASLEY AV
PERMIT REQUIRED: NO . POLE HEAD DETAIL ARCADIA
N.T.S 1-26-15 RG
R : :
PAVEMENT REPARR NO TvPE| DATE | APPROVED BY| CHECKED BY | DRAWN BY | PAx #|SHEET DESIGN\DRWG NO.
Southern California Edison Company 1 OF 1 656400_001
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PAGE NO. 2aF2 J.P. AUTH. NO. E6027-406741263

Pole Trt Record Proposed
Pol
POLE NO. Longn | vear | 9= ftem LOCATION AND NATURE OF WORK
anchor | S€t | anchor No. If not in accordance with Joint Pole agreement and routine-state reasons.
Sizs Direct, E TCA E TCA
L C 16KV C E. TO REPLACE POLE PER SEC 7.11, 1
43-13
326280E 50 [1948| FT 24-6 2141 Cc-18 PTD LONGDEN AV S/S 129' W/O HASLEY AV 2
C24
T22 3
T21 1/2 (1) 5C |5-4FT CUTS 4
5
6
FT 43-13
326280E 50 [2015] CL-1 24-6 211 LONGDEN AV S/S 129' W/O HASLEY AV 7
C24
T22 HARDSET WEST 8
T21 9
10
11
12
13
14
15
16
17
18
19
POLE LEGEND: L = LOWER TOP(lter 5E) T T T T T
P = PULL (ltem 5A) C(XX) = FOOTAGE CUT
PB=PULLBUTT  SCZ=SAFETY CLEARANCE ZONE Show Quantity of | Rev. Jul 2013

T = TRANSPORT (ltem 5B)
S = SALVAGE

D = DISPOSE (Item 5D)
TN = TENANT

ANCHOR/ARM LEGEND:
AR = ANCHOR/ARM REMOVED

AT = ANCHOR/ARM TRANSFERRED

Iltems to be billed
in the Column ot

Party to be Paid.

GEOGRAPHICAL LOCATION

ARCADIA
COMMUNITY




