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CITY OF GARDENA

B2

SUB: FREMONT

NOTIFICATIONS

400640319, 400807713,
406340948 DUE 7/44/2015

RM: 1- MTR KWH 30A 240V 3P 3W
IN: 1— FE CO OPEN W/10" XA 100A 16KV 3P
IN: 3— FE FUSE ELF 15KV 6A

IN: 1- TR OH 3-37KVA 16KV 120/208Y

554F :
0 Class C2
RM: 1- FE CO OPEN W/10' XA 100A 16KV 3P

"'.

IN: 1- MTR KWH/KVARH 30A 120/208 3P 4W
MSR# 7425965

CREW NOTES:

1. REMOVE *?% 40 3-10KVA BANK ON STRUCTURE#

1656554E
2. INSTALL *2%55 3-37.5KVA BANK.

. RECONNECT EX. %% AQ TO NEW PANEL.

5
4. REMOVE OLD 3P METER.
5

. REMOVE OLD 1PH METER AND SERVICE.

RELATED W/0 FOR 1P REMOVAL

SOUTHERN CALIFORNIA

I EDISON

An EDISON INTERNATIONAL Company

SCALE: 1" = 100’
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FOREMAN TRUCK NO. |P/E INVENTORY MAP NO. THOMAS GUIDE GRID NQ. DESIGN NO.
074—4206—1 734—E4 650524_0.01
csSD 140 Y____ |BY-PASS EXISTING TLM J.P.A. NO. ASSOCIATED DESIGN NO.
N | GODE CHANGE TO CHECKED ZLOAD

PRODUCT/SAP NO.

935762-METER & SERVICE CHANGE

PRODUCT/SAP NO.

PRODUCT/SAP NO.

B2 SUB:

CIR: TICHENOR 16!(\/@ SL| CIR: REASONER 16KV (o

FREMONT

TT 35041 | PROPOSED CONSTRUCTION (LOCATION)
15016 S AVALON BLVD
GARDENA CA 90248
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