
TANK - STILLING WELL DETAILS

1/4" x 2" x 2" STEEL
ANGLE 3' LONG,
WIDTH OF BOX

3" BRASS BUT HINGE
(3 REQUIRED) BOLT TO
COVER WIT 1/4" DIA
STEEL BOLTS

WELD ANGLES TO
TANK SHELL
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TANK SHELL

1/8" DIA TAPPING
SCREWS AT 4" OC

2" x 2" x 1/4" ANGLES
TOP AND 2 SIDES

HINGE

DOOR

COVER INSIDE OF BOX
AND DOOR WITH 1" THICK
FLEBLE, FOAMED PLASTIC
MATERIAL (SEE SPEC'S)
AS INSULATION

DOOR

PADLOCK
LOCKING
HASP

WELD ON HEAVY
DUTY STEEL HINGES
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3' SQUARE COVER
16 GA STEEL
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TANK - STILLING WELL DETAILS (CONTINUED)

~"x 1Wx 1W
STEEL ANGLE

~" DIA HOLE THROUGH
PLATE AND ANGLE

%" x 1~" x 1~. STEEL ANGLE (3 REQ'D)
COPE ENDS AND WELD TOGETER

~" x 16" x 16" STEEL PLATE

4" x 6" SCREENED VENT (2 PLACES) 18 x 18
MESH 27 GA BRASS WIRE SCREEN BACKED
UP WITH 1/2 x 112 MESH 16 GA BRASS
WIRE SCREEN SECURELY ATTACHED

SECTION A-A
NTS

GENERAL NOTES:

1. WELD 1/4" x 4" x 6" STEEL PLATE ON TANK ROOF IN TWO PLACES, WHERE INSTRUMENT BOX COVER CONTACTS
TANK ROOF, WHEN COVER IS OPEN.

2. PAINT INTERIOR OF COUNTERWEIGHT TUBE, AND EXRIOR OF STILLING WELL BELOW ROOF THE SAME AS THE
TANK INTRIOR.

3. PAINT INTERIOR AND EXERIOR OF INSTRUMENT BOX, EXTRIOR OF COUNTRWEIGHT TUBE AND REINFORCING PLATE,
AND EXRIOR OF STILLING WELL ABOVE ROOF, THE SAME AS THE EXERIOR OF THE TANK SHELL.

4. IMPORTAN FOR FABRICATOR TO NOTE LOCATION OF HINGE IN SECTION B-B.

MATERIAL LIST

ITEM NO. DESCRIPTION

G) 1" BALL VALVE, BRONZE
ø 1" x 3" NIPPLE, BRASS

Q) 1" x 2" NIPPLE, BRA~S

CD 1" PLUG, BRASS
~ 1" x 1" PIPE UNION, BRASS

Ð 1" x 1" NIPPLE, BRASS

(! 1" CROSS, BRAS
QD 1" TEE, BRASS

(g 1" DIA COPPER TUBING, TYPE K, SOFT

(9 1 112" STEEL COUPLING, BRONZ

o 1 112" x 1" DIELECTRIC BUSHING
ê 1" BRONZE COUPLING, COPPER -IP

(§ 4" x 1 1/2" REDUCER, BRONZE
~ 4" WELDING COUPLING, BRONZE
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