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TANK SHELL

MATERIAL LIST
ITM DESCRIPTION
1 DRIVR FOR WORM DRIVE CLAP
2 GRIPPING ST FOR WORM DRIV CLAP
3 PERFORATED BAND " x 0.025"
4 MESH INSECT SCREEN .017" x 18 x 18 WIRE
5 PLATE" x 18" ROLL TO DIAETR ON PLA
6 FLAT BA " x 1 "x 4" LG PUNCH AS DETAILE
7 14 GAGE STEL VENT HOOD WELD AS SHOWN
8 BOLe 3/8" x UNC x 1" LG WlOCK NUT.& WASHER
9 FB 3/16" x 1 112" x 5 5/8" LG BEND & PUNCH PER TEMPLATE

10 EXANDED METAL ~"#9 WELDED TO INSIOE OF ITM 5

MaD Reqd
STAINLESS 2
STAINLESS 2
STAINLESS 2
STAINLESS 1
A36 1A3 3
A36 1
304SS 6
A36 3
304SS 1

INSTAL CLAPING
RINGS AFTER SCREEN
IS IN PLACE. RINGS &
SCREEN AR TO BE
INSTALD AFTR AL
PAINT IS DRY

OUTER CLAMPING RING
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NTS

v
IC

DETAIL ITEM 9
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DETAIL ITEM 6
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6" WIDE OPENINGS
4 PLACES. 1" GAPS
BETEN OPENINGS

DIAETR PER PLAN

ROOF VENT ELEV. SECTION A-A
NTS
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